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S-NET pro 2 - EHS MONO LOWTEMP
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2 12:3428 [ONOLOW - - - - ~ SafetyStai Heat - B 20 20 20 2530.1 44 706.1 1 603 67.1
3 1234:35 JONOLOW - off off off On  Safety Start  Heat [ 8 20 20 20 25203 44 706.1 1 59.7 67.1
4 [12:34:45 JONOLOW - off off off On  Safety Start  Heat 0 8 20 20 20 25105 44 715.9 1 59.2 66.8
5 12:34:55 JONOLOW - off off off On  Safety Start  Heat 0 8 20 20 20 2530.1 44 715.9 1 59 66.8
6 | 12:35:05 JONOLOW - off off off On  Safety Start  Heat 0 8 20 20 20 2530.1 44 715.9 1 58.5 66.4
7 123515 JONOLOW - off off off On  Safety Start  Heat 0 8 20 20 20 2530.1 44 715.9 1 58.2 66.1
8 123525 JONOLOW - off off off On  rmal Operal Heat 0 8 20 20 20 2530.1 44 715.9 1 58 66
9 123535 JONOLOW - off off off On  rmal Operal Heat 0 8 20 20 20 2530.1 44 715.9 1 57.6 65.7
10 [ 12:35:45 JONOLOW - off off off On  rmal Operal Heat 0 8 20 20 20 2530.1 44 715.9 1 57.5 65.5
11 12:35:55 JONOLOW ~ On off off off On  rmal Operal Heat 0 8 20 20 20 2530.1 44 715.9 1 57.5 65.5
12 [ 12:36:05 JONOLOW ~ On off off off On  rmal Operal Heat 0 8 20 20 20 25399 44 715.9 1 57.3 65.4
13 [ 12:36:15 JONOLOW  On off off off On  rmal Operal Heat 0 8 20 20 20 25497 44 715.9 1 57.1 65.2
14 12:36:25 JONOLOW  On off off off On  rmal Operal Heat 0 8 20 23 20 25695 44 715.9 1 57 65.1
15 [ 12:36:35 JONOLOW ~ On off off off On  rmal Operal Heat 0 8 20 23 21 25695 44 715.9 1 57 65.1
16 | 12:36:45 JONOLOW  On off off off On  rmal Operal Heat 0 8 21 23 21 25693 45 715.9 1 57 65.1
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